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Strojirensky zkusebni tstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Brno, Czech Republic

OSVEDCENIiI O ZKOUSCE
TEST CERTIFICATE

- 0-39-00460-13
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Vyrobce - Manufacturer NUKLEON s.r.o.
Ptacov 73
674 01 Trebid
Vyrobek - Product Tepelné cerpadlo typ zemé/voda
brine/water heat pump
Nukleon HPBW18
Typové oznaceni / Obchodni Nukleon HPBW22
oznadeni Nukleon HPBW40

Type designation / Trade mark Nukleon HPBW72

Metoda zkousek / Test method CSN EN 14511-2:2012, CSN EN 1451 1-3:2012,
EHPA Testing Regulation version 1.6
Doplfujici informace / Byly méfeny jen zakladni vybrané parametry, nejedna se o piny
Supplementary information rozsah zkousek! / Only basic selected parameters were
measured, it is not a full range of tests!
Podklad pro vydani osvédéeni—  Protokol &. - Test Report No.: 39-9928/T ze dne - of 2013-07-18
Basis for issuance of Certificate Technické podklady z firmy Nukleon s.r.o. / Technical documents by
Nukleon s.r.o.

Vysledky - Results
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Nukleon
Jednotky / Units:
HPBW138 HPBW22 HPBW40 HPBW72
Poznamka / Footnote (Tested) (Not tested) (Not tested) (Not tested) -';:
Topny vykon - Heating %
power V] 5.849 7.350 13.200 275
El. efektivni pfikon -
- BO/W35 EMictive powerinpit W] 1.344 1.710 3.020 6.36
K=
COP [1] 4.351 4.300 4.370 4.32

KX

(*) Komentar ke zkracenému oznaéeni - Comment to abbreviated marking:
»-B" solanka, ,0" vstupni teplota ve °C, ,W" voda, ,35" vystupni teplota v °C - ,B" brine, ,0" inlet temperature (in °C,
W water, 35" outlet temperature in °C

(Tested) Tento zkuSebni vzorek byl zkouSen ve zkusebni laboratofi / This test sample was tested at the Testing
Laboratory

(Not tested) Tech. ldaje tohoto typu byly deklarovany vyrobcem podle specifikace modelové fady a nebyly
odzkouseny ve zkuSebni laboratofi / The tech. data were declared by the Manufacturer according to the model
range specifications and were not tested Laboratory.

J - !g LTJ_E%A—..

LA U

e
S

= dai e -
o =

Registrovane test centrum / Registered Test Centre

=ehpa

european
heat pump association
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Strojirensky zkusebni Ustav, s.p., Hudcova 56b, 621 00 Brno, Ceskd republika
Engineering Test Institute, public enterprise, Hudcova 56b, 621 00 Brno, Czech Republic

cz

LAXAIAIIAKI Kbk

ALIIIIIINIIIIIIANIIIIIII SIS IISIIISIN AN

L

A R A R A A A R e e

=

:":-';\}:'(': -'\M\_S&‘\_”')Q(-‘;g}')('n‘?‘-"-ﬁ& SOOI XK X A

&
X

XU OO T T




